Pipe Dismeter Liquid/Gas Model Gorrected Gapacity Gooling / Heating
PUHY-P300YNW-A =)
32,22KkW | 36,85KW Piping lengthinumber of hgmfs';i Room / Group

1274222 CMY-Y102L5-G2 32,22KW | 36,85kW

12,0m(0)

CMY-Y10255-G2 7,04KW [ 8,05kW

10m(0) PLFY-P26VEM-E
VZN 2,70KW J 3,10kW
30m0) e 11-Holi1

952115288 CMY-Y10255-G2 4,34kW 1 4,95kW

6,35/127

35m(0) . PKFY-P15VEBM-E
6350127 - 1,64KW 1 1, 84KW
65m(0) g 12 - Kompleks Zabiegowy /2
, PKFY-P25VBM-E
6351127
- 2,70KW 1 3,10kW
7.5m (0} KL.1.3 - Kompleks Zabiegowy /3
952/202 CMY-YI02LS-G2 25,17KW 7 28,80kW
25m(0) CMY-Y10255-G2 9,07kW 1 10,38kW
2,0m(0) . PKFY-P20VEM-E
6350127 - 2.12KW 1 2, 42kW
05m Q) 1q 14 - Gabinets /4
953 /1588 CMY-Y10255-G2 6,94KW | 7,95kW

20m(0} PLFY-P25VLMD-E
2,70kW 1 3,10kW
KL.1.13-Korytarz/ 13

CMY-Y10255-G2 4,24KW | 4 85KW

6.35/127
1,0m (0}

952/1588

1.5m 0] | PKFY-P2OVEN-E
8850127 = 2,12KW 1 2,42kW
08M(0) g 75-Gabinet6 /5
| PKFY-P20VEN-E
6361127 Y-P2
- 2,12kW [ 2,42kW
30m0) g 16-Gabinet 7/6
g5211905  CMYY10255.G2 16, 116W 1 18 43KW

10,5m(0) PKFY-P20VBM-E
= 2,12KW ] 2,42kW
256m (0} 17-Gabinets /7

952 /1588 MY‘IUZSS—GZ 13,99kW / 16,00kW

20m(0)

8,35/127

PLFY-P25VLMD-E

2,70kW / 3,10kW

KL.1.14 - Korytarz /1

CMY-Y10255-G2 11,29kW 1 12,90kW
D

6.35/127
1,0m (0}

9.52/15,88
3.56m(0) PKFY-P25VBM-E
- 2,70kW 1 3,10kW
20m(0)  q 15-cabinet| Badania EKG/8
g52/15es  ONYY10255.G2 8,58KW / 9,79kW

05m(0)

6357127

PKFY-P15VEM-E
1,64KW 1 1,84kW

KL.1.9 - Gabinet2/9

CMY-Y10255-G2 6,94kW | 7,95kW

B

636/127
2,0m(0)

9,52/15,88

60m(0) PKFY-P20VBM-E

2,12kW ] 2 42kW

40m0) g TH0710
gezries  OMY-Yi02552 4,82KW 1 5,53KW

10m(0)

635/127

, PKFY-P25VBM-E
836/127 - 2,70kW 1 3,10kW
KL.1.11 - Gabinet3 /11

05m(0)

6351127 2,12kW | 2 A2kW Furthest Actual & Equivalent

38m(0) g 712-Gabinet4 /12

Condition

Cooling
IndoorDB 2707
Humidity 47 %
IndoorWB 190
Qutdoor DB 35,0
Heating
IndoorDB 2007
QutdoorDB 70T
Humidity 87 %
OutdoorWB 60T




